CONCRETE COLLAR CAST IRON COVER
(2'x2’x4”) (MARKED WATER)
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PROPRESS COPPER OR BRASS
COMPRESSION FITTINGS

1. THIS DETAIL APPLIES TO 2"
AND SMALLER VALVES IN WATER
MAINS AND LATERALS

2. IN UNPAVED AREAS, SET TOP
OF CONC. COLLAR 1" ABOVE
FINISHED GRADE. IN PAVED
AREAS SET TOP OF BOX
FLUSH W/ PAVEMENT. NO CONC.
COLLAR REQUIRED.

3. VALVE BOX SHALL NOT REST
ON THE VALVE OR ON THE LINE.

4. CONNECT THE TRACER WIRE ON THE
VALVE TO THE TRACER WIRE ON THE LINE

2" OR SMALLER WATER VALVE DETAIL
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